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STANDARD FORM 30 (continued) 
 

A. The purpose of this bilateral modification is to:  
 
1.  Revise Statement of Work paragraph 1.10.4.6.1 as defined in CCR 04-115, dated 22 Jan 04, and 
Revision 1, dated 23 Jan 04.   
2.  Correct an administrative error in Modification P00138.  
3.  Memorandum, Contract F08650-02-C-0054, Wind Generation System Phase II, Ascension, 
Routine/Normal Maintenance of the Wind Generation System (2 pages), dated 30 Mar 04, with attachments   
(9 pages), is hereby incorporated by reference.  And a copy of  this Memorandum, along with the 
attachments, has been provided to the Contractor 
4.  These actions are considered to be no cost to the contract changes. 
 
A vertical line in the right margin denotes changes.  

 
     B.      Part 1- THE SCHEDULE 

 
1.  SOW page 53 is hereby superseded by the attached replacement page 53 marked “Modification 
P00143”. 
 
2.  Exhibit A page ix, paragraph “1.10.1.0.1.7” is changed to read paragraph “1.10.10.1.7.”  Page ix is 
hereby superseded by the attached replacement page ix marked “Modification P00143”. 

 
C. All other contract terms and conditions remain unchanged. 

 
D.  Release of Claims:  In consideration of the modification agreed to herein as complete and equitable 
adjustment for CCR 04-115, dated 22 Jan 04, and Revision 1, dated 23 Jan 04.  The contractor releases the 
government from any and all liability under this contract for further equitable adjustment attributable to such 
facts or circumstances giving rise to the referenced proposal. 

             /////////////////////////////////////////////////////////////////LAST ITEM//////////////////////////////////////////////////////////////////// 
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1.10.4.2.8 RESERVED 
1.10.4.2.9 Operate and maintain the burn pit located at Ascension AAF. Only approved materials and waste shall be 
placed in the burn pit. Burning shall be performed IAW host nation regulations. 
1.10.4.2.10 Maintain and repair all perimeter and interior fencing and gates. 
1.10.4.2.11 Inspect all exterior fencing and gates to ensure proper security and function at all instrumentation sites 
and around the runway at Ascension AAF. 
1.10.4.2.12 Inspect the Airfield fence and four gates for holes or breaks and repair weekly or whenever feral sheep 
or donkeys are found in the Airfield area. Clean the cattle guards at the primary road entrances to ensure proper 
functioning. 
1.10.4.2.13 Ensure all fences and gates are properly grounded. 
1.10.4.2.14 Repair all fences and document as a Service Order or Work Order. 
1.10.4.2.15 Perform ground maintenance at Ascension AAF that includes policing grounds and pruning shrubs and 
hedges. Ensure volcanic cinders used for dust palpitation are uniformly maintained in areas of public observation. 
1.10.4.2.16 Police all areas weekly, including improved grounds, parking lots, shrub and flower beds, sidewalks, 
covered walkways and breezeways, streets, roads, and recreation areas. 
1.10.4.2.17 Perform pest control services in and around facilities and grounds at Ascension AAF IAW sound 
industry practices and host nation regulations. Work shall include control of grubs, insects, arthropods, rodents, and 
live animals. Develop and update a pest management plan [ADPL A540A] 
1.10.4.3 Fire Detection and Alarm System Maintenance and Repair. Maintain and repair all fire alarms and systems 
on Ascension AAF IAW the applicable NFPA Codes. 
1.10.4.3.1 Incorporate a program of RCM for all systems to ensure proper activation and zero system false alarms. 
1.10.4.4 Intrusion Detection and Alarm Systems (IDAS) Maintenance and Repair. Inspect, test, maintain, and repair 
all IDAS at Ascension AAF. 
1.10.4.4.1 Incorporate an RCM program for all systems to ensure proper activation and zero system false alarms. 
1.10.4.5 Fixed Crane Management, Maintenance, and Certification. Operate, perform preventive and predictive 
maintenance and repair, test and certify, and maintain software and engineering, as required by the applicable 
regulations, for cranes, hoists and lifts, and all equipment associated with crane testing and operation. Maintain 
cranes IAW the CMP. 
1.10.4.5.1 Conduct operating tests and perform certification IAW ANSI B30. 
1.10.4.5.2 Implement a PPMP for cranes, hoists, lifts, and all equipment associated with crane testing and operation. 
1.10.4.5.3 Perform corrosion inspection and protection of all cranes, hoists, lifts, and all equipment associated with 
crane testing and operation IAW a control program. 
1.10.4.6 Electrical Production System O&M. Operate, maintain, and repair Ascension AAF power house.  Ensure 
the power house is available 24 hours a day, 7 days a week. [ADPL A560A] 
1.10.4.6.1 Operate, maintain, and repair the six (6) wind turbines.  Balance the power house generator production 
based upon wind conditions and potential input output from the wind turbines.  Monitor the  two (2) new wind 
turbines to support the Warranty/Maintenance Program.  
1.10.4.6.2 Inspect the photovoltaic system with electric-producing photo cells to ensure proper operation and clean 
surfaces for maximum sunlight reception.  
1.10.4.6.3 Maintain and repair emergency fixed generators, including engine source, switchgear, auto start system, 
oil analysis, and refueling.  Perform monthly cycling of all emergency generators to meet NFPA 
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A567 A DI-ENVR-81378 ENVIRONMENTAL OPERATION AND MAINTENANCE 
PLAN 
(Asbestos Removal Project Report) 

45 CES/CEV 1.10.3.15.7 
1.10.4.16.9 

A568 A DI-MISC-80508/T TECHNICAL REPORT-STUDY/SERVICES 
(Ascension AAF Landfill Disposal Report) 

45 CES/CEV 1.10.4.2.6 

A569 A DI-MISC-80508/T TECHNICAL REPORT-STUDY/SERVICES 
(Ascension AAF Landfill Inspection Report) 

45 CES/CEV 1.10.4.2.8 

A601 DI-MISC-80480/T FIRE INCIDENT REPORTS   
(DoD Fire Incident Reporting System [DFIRS]) 

45 CES/CEF 1.10.6.2 

A602 A DI-MISC-81382 WORK SCHEDULE  
(Fire Inspection Schedule) 

45 CES/CECD 1.10.8.1 

A603 A DI-MISC-80591 FIRE HAZARD/DEFICIENCY INSPECTION REPORT 
(Fire Hazards/Discrepancies Report) 

45 CES/CEF 1.10.8.1 

A604 DELETED    

A605 A DI-MGMT-80004/T MANAGEMENT PLAN 
(Security Management Plan) 
 

45 SFS/SFRP 1.10.9.1 

A701 DI-MISC-81463/T MISSION FLIGHT OPERATIONS SUMMARY REPORT 
(Antigua and Ascension Flight Operations Activity Report) 

45  OSS/OSA 1.10.10.1.7 
1.10.10.3.5 
1.10.10.4 
1.10.10.4.8 

A702 A DI-ILSS-80637/T MILITARY AIRLIFT COMMAND TRAFFIC REPORT  
(Passenger Manifest) 

45 LG/LGPRR 1.10.10.2.8 
1.10.10.4.8 

A703 DI-MGMT-80995 MAINTENANCE SERVICE REPORT  
(Vehicle Operations and Maintenance Report) 

45 LG/LGPRR 1.10.11.1 

A704 DI-MGMT-80368/T STATUS REPORT 
(Vehicle-in-Commission Report) 

45 LG/LGPRR 1.10.11.1.1 

A705 
 
 
A706 

DI-MISC-80995 
 
 
DI-MGMT-80368/T 

MAINTENANCE SERVICE REPORT 
(Watercraft O&M Report) 
 
STATUS REPORT 
(Ascension Airfield Activity Report) 

45 LG/LGPRR 
 
 
45 OSS/OSA 
 

1.10.11.4 
 
 
1.10.10.1.7 
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